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Escola Superior de Biotecnologia, Universidade Cato´lica Portuguesa, Rua Dr. Anto´nio Bernardino de Almeida, 4200-072 Porto, PortugalKeywords: Constructed wetlands; Phytoremediation; Tannery wastewater; Typha latifolia; Expanded clayThe aim of this study was to investigate the performance of horizontal subsurface ﬂow constructed wetlands planted with Typha lat-
ifolia treating tannery wastewater under long-term operation. Two expanded clay aggregates (FiltraliteMR3–8-FMR and Filtra-
liteNR3–8-FNR) and a ﬁne gravel-FG were used as substrate for the constructed wetland units plus one unit with FMR was left as
an unvegetated control. The systems were subject to three hydraulic loadings, 18, 8 and 6 cm d1, and to periods of interruption in the
feed. The relationship between the substrate, plant development and removal eﬃciency, especially of organic matter, was investigated.
Organic loadings up to 1800 kg BOD5 ha
1 d1 and 3849 kg COD ha1 d1 were applied leading to mass removals of up to 652 kg
BOD5 ha
1 d1 and 1869 kg COD ha1 d1, respectively. The three diﬀerent substrates were adequate for the establishment of T. latifolia,
although the clay aggregates allowed for higher plant propagation levels. The units with FNR and FMR achieved signiﬁcantly higher
COD and BOD5 removal when compared to the FG and to the unplanted units. The systems proved to be tolerant to high organic loadings
and to interruptions in feed suggesting this technology as a viable option for the biological treatment of tannery wastewater.According to INETI (2000) the wastewater originated
from the tannery industry is the main environmental prob-
lem in this sector in Portugal, due to the complex eﬄuent
composition, which is characterized by high organic and
inorganic contents. An integrated water management is
crucial for the sustainable development of the sector due
to its high water consumption level.
Constructed wetlands (CWs) are a feasible technology
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Castro).to conventional biological systems (Daniels, 2001; Kucuk
et al., 2003; Calheiros et al., 2007). When designing and
eﬀectively applying CWs in the ﬁeld, several good practice
guidelines should be taken into account (Korkusuz, 2005).
A CW, in a simpliﬁed way, consists of a properly designed
basin that contains water, a substrate and plants, which
may be manipulated to some extent to provide an adequate
performance and treatment eﬃciency (USEPA, 1995). The
materials, such as the substrate, liner and plant species,
should be chosen in a way that the costs of the system
are kept low, and the use of local products should be
encouraged. Using indigenous plant species prevents unde-
sired impacts, and selecting a plant species that has proven
tolerance to a certain wastewater will be a cautious option.
Typha latifolia and Phragmites australis have been estab-
lished eﬀectively in CWs receiving tannery wastewater
(Calheiros et al., 2007).
The choice of substrate in CWs is of major importance
as it serves as the support of the living organisms and pro-
vides storage for many contaminants. Its permeability
aﬀects the wastewater ﬂow through the CW, and it is where
chemical and biological transformations, by microorgan-
isms and plants, occur (USEPA, 1995). The substrates
can be natural, such as gravel, sand and organic materials
including compost and waste material (USEPA, 1995;
Korkusuz, 2005). Typical eﬀective sizes of the media for
subsurface ﬂow CWs vary between 2 and 128 mm and
porosity varies between 28% and 45% (USEPA, 2000). A
porous media may be an interesting option since it provides
greater surface area for treatment contact and for bioﬁlm
development.
In this study the treatment of tannery wastewater by T.
latifolia CWs, established in diﬀerent substrates, Filtra-
liteNR3–8, FiltraliteMR3–8 and ﬁne gravel, was evalu-
ated. The systems were subject to diﬀerent hydraulic
conditions and interruptions in feed. The enzymatic and
physiological response of T. latifolia to the tannery waste-
water was assessed through its peroxidase activity (POD)
and chlorophyll content. The relation between substrate,
plant development and the constructed wetland pilot units
(CWUs) performance was investigated.
The monitoring of three planted CWUs and one unveg-
etated unit (Uc) was undertaken in a site located at the
wastewater treatment plant of a leather company in the
North of Portugal. The set up conditions for these units
were similar to what was described previously in Calheiros
et al. (2007). The macrophyte used was T. latifolia (in a
range of 10 plants m2), which was transplanted from an
industrial polluted site in Estarreja, Portugal (Oliveira
et al., 2001). The aggregates used to ﬁll the CWUs were:
FiltraliteMR3–8 (FMR) and FiltraliteNR3–8 (FNR)
with particle size ranging from 3 to 8 mm (from maxit –
Argilas Expandidas, SA – Portugal), and ﬁne gravel –
AGH 4–8 (FG) with particle size ranging from 4 to 8 mm
(from Areipor – Areias Portuguesas, Lda – Portugal).
The substrates used in the units were analyzed for porosity
(Tan, 1995).
The unit with FMR (U1) and the unvegetated unit (Uc)
had been in operation for 17 months under two hydraulic
regimes, 3 and 6 cm d1 (Calheiros et al., 2007). The units
with FNR (U3) and FG (U2) were ﬁlled with water and
after three weeks the tannery wastewater was applied. After
that, the systems operated for 31 months under diﬀerent
hydraulic conditions and interruptions in feed. During 2
months (corresponding to days 1–61), the systems were
monitored under a hydraulic loading rate (HLR) of
18 cm d1. By the 3rd month (between days 62 and 85),
the systems were not fed due to the shutdown of the tan-
nery production plant. A second period of operationoccurred subsequently during 23 months (corresponding
to days 86–760) under a HLR of 6 cm d1. The wastewater
supply was stopped twice, corresponding to the periods
between 372 and 399 days and between 428 and 455 days.
By day 479 a prune was made leaving around 10 cm of
aboveground plant material. A third period of operation
occurred during 6 months (corresponding to days 761–
928) under a HLR of 8 cm d1, and the systems were not
fed due to the shutdown of the tannery production plant
by the second month within that period (corresponding
to days 792 and 826).
Equilibrium adsorption isotherms were performed on
the three substrates used to ﬁll the units. The substrates
FMR, FNR and FG were previously washed with deion-
ised water and dried in an oven at 40 C for 4 days. The
adsorption of organic matter to the substrates was deter-
mined by incubating a series of 100 ml acid-washed glass
bottles containing 10 g of substrate with 50 ml of tannery
wastewater at diﬀerent concentrations. The wastewater
concentration ranged from 50 to 903 mg COD L1, corre-
sponding to 5%, 20%, 50%, 75% and 100% tannery waste-
water content. Dilutions were made with deionised water.
Three replicates were carried out for each concentration.
A control containing the substrate and a volume of deion-
ised water equal to the test solutions was used. The chem-
ical oxygen demand (COD) was determined based on
Standard Methods (APHA, 1998) using the Colorimetric
Method – Closed Reﬂux. The bottles were sealed with rub-
ber caps and placed in a rotatory shaker at 150 rpm and
25 C. The adsorption of organic matter to the substrate
was monitored after a 72 h period, since preliminary stud-
ies indicated that this contact time period was suﬃcient to
achieve adsorption equilibrium.
Macrophyte number and height (starting from the sub-
strate level) were registered periodically. For that the
CWUs were divided in four zones – A and C corresponded
to the inlet and outlet zone, respectively, and B and D cor-
responded to the middle-left and middle-right side of the
CWUs (inlet reference point) – and three plants were
marked in each zone. They were visually inspected, on a
periodical basis, for toxicity signs, such as chlorosis, necro-
sis and malformed plants.
POD was determined on root samples of T. latifolia, col-
lected at the inlet and outlet of the CWUs and immediately
frozen in liquid nitrogen. The experimental procedure
described in USEPA (1994) for plant peroxidase activity
determination was followed with three replicates. One
gram of fresh plant tissue was ground with a calcium chlo-
ride solution. The crude extract was added to an assay
Table 1
Isotherm constants for Freundlich model concerning the adsorption of
organic matter onto three substrates at 25 C
Substrate MSE R2 K (mg g1) SHW (%) n SHW (%)
FNR 1.27E02 0.990 7.23E03 160 1.06 29
FMR 5.74E04 0.998 1.15E03 84 0.93 12
FG 5.96E04 0.996 1.96E04 167 0.80 21
Evaluation of the quality of the regression on the basis of mean square
error (MSE) and R2. Precision of the estimated parameters evaluated using
half with (SHW).mixture and absorbance readings were done in a spectro-
photometer (Novaspec II, Visible spectrophotometer) at
510 nm.
For chlorophyll analysis, fresh circular discs from
mature leafs of plants collected at the inlet and outlet of
the CWUs were cut with a 10.5 mm corer, and were
extracted in N,N0-dimethylformamide. Chlorophyll a and
b content was determined according to Wellburn (1994).
Wastewater samples were periodically taken at the inlet
and outlet of the CWUs and the following parameters were
determined based on Standard Methods (APHA, 1998):
pH, color (spectrophotometric method), COD (closed
reﬂux, Titrimetric method), biochemical oxygen demand
(BOD5; 5-day BOD test), total suspended solids (TSS; total
solids dried at 103–105 C method), Kjeldahl nitrogen
(TKN; Kjeldahl Method), nitrate nitrogen (NO3 –N;
nitrate electrode method), ammonia nitrogen (NH3–N;
phenate method), total phosphorus (total P; manual diges-
tion and ﬂow injection analysis for total phosphorus), total
chromium (total Cr; nitric acid digestion followed by the
colorimetric method) and hexavalent chromium (Cr(VI);
colorimetric method). The sulfates determination (SO24 ;
turbidimetric method) was done based on Association of
Oﬃcial Analytical Chemists (AOAC, 1995). The analysis
were done immediately after sample collection, otherwise
were properly stored. The temperature was measured at
the inlet, outlet and 15 cm below the surface of the CWUs,
using a thermometer. The dissolved oxygen (DO), conduc-
tivity and salinity (Sal.) were registered with a WTW hand-
held multi-parameter instrument 340i at the inlet and outlet
of the units.
Statistical analysis was performed using the software
SPSS (SPSS Inc., Chicago, IL, USA; Version 12.0). The
data were analyzed through one-way analysis of variance
(ANOVA) to compare the performance of each bed con-
cerning the removal of COD, BOD5, TSS, color, TKN,
NH3 and SO
2
4 . The plant parameters were also analyzed
through ANOVA to compare inlet and outlet CWUs mate-
rial. Student’s t-test was applied in the chlorophyll analy-
ses. To detect the statistical signiﬁcance of diﬀerences
(p < 0.05) between means of observation, the Duncan test
was performed. When applicable, values were presented
as the mean ± standard error.
In this study, three CWUs planted with T. latifolia in
diﬀerent substrates and an unvegetated bed were subject
to real tannery wastewater under three diﬀerent HLRs.The development of the plants was monitored and the
CWUs performance in terms of removal of contaminants
was evaluated.Data on the adsorption of organic matter, represented
by COD, on the three substrates, were generated from
the equilibrium concentration of the adsorbate that ranged
from 0 to 750 mg L1. The amount of adsorbate adsorbed
per unit of the adsorbent was up to 2.26 mg g1 for sub-
strate FNR, 1.20 mg g1 for FMR and 0.74 mg g1for FG.
The adsorption equilibrium data were correlated with
three adsorption isotherm models. The two parameter
models, Freundlich and Langmuir (Doran, 1995), and the
three parameter model, Redlich–Peterson (Redlich and
Peterson, 1959), were analyzed using the Experimental
Design package of STATISTICATM v 6.0 (Statsoft,
Tulsa, OK, USA). The Levenberg–Marquardt algorithm
for the least squares function minimization was used. The
Freundlich model was the one that ﬁtted better the data
concerning the organic matter adsorption capacity by each
substrate. The statistical indicators of the quality of the
regression, coeﬃcient of determination (R2) and the mean
square error (MSE, i.e. the sum of squares of residuals
divided by the corresponding degrees of freedom) were
obtained directly from the software. The precision of the
estimated parameters was also evaluated by the standard-
ized half width (SHW), which was deﬁned as the ratio
between the 95% standard error and the value of the esti-
mate (Table 1).
The model is described by the following equation:
qe ¼ K  C1=ne ð1Þ
where Ce is the equilibrium liquid phase solute concentra-
tion (mg L1) and qe is the amount of adsorbate adsorbed
per unit weight of adsorbent (mg g1). Parameters K and n
are Freundlich constants, whereby K is a measure of the
adsorption capacity and n a measure of the adsorption
intensity. Values of n higher than 1 show, in most cases,
beneﬁcial adsorption, if n < 1 then adsorption is unfavor-
able (Doran, 1995; Annadurai et al., 2000). The higher Fre-
undlich n constant obtained was for FNR substrate with
1.09, followed by FMR and FG, although these values
were lower than 1. The K parameter value, which is an indi-
cator of the sorption capacity (Annadurai et al., 2000), was
higher for FNR, followed by FMR and FG.
The porosity is an important characteristic of the sub-
strate and may aﬀect several phenomena such adsorption
of substances and movement of water and air within the
medium. In this study, the substrates porosity is 37% for
FMR, 43% for FNR and 29% for FG.
The growth of the plants was monitored during the
operation of the CWUs. The plant propagation in terms
of the total number of shoots is shown in Fig. 1. When
the tannery wastewater was initially supplied to the CWUs,
at a HLR of 18 cm d1, the total number of shoots was 28
for U1, 16 for U3 and 16 for U2. By the end of the exper-
iment, at day 928, the total number of shoots was 56 in U1,
51 in U3 and 13 in U2.Fig. 1. Variation in number of shoots and height of T. latifolia in the pilot
units during the system operation. (A) U1, (B) U2 and (C) U3 No
loading occurred, . . .. . . prune of the plants at the day 479.ANOVA one-way was performed to compare the num-
ber of shoots between units before each HLR regime (the
last ﬁve countings before the HLR alteration were consid-
ered). For an HLR of 8 and 6 cm d1 a signiﬁcantly lower
number of shoots was registered for the gravel unit U2
compared with the clay aggregate units U1 and U3.
The diﬀerences in the number of T. latifolia shoots
between zones A, B, C and D, along the whole operation
of the CWUs, were notorious. In zone A, corresponding
to the inlet of the CWUs, lower shoot countings were
observed. In the FNR and FG units, at the beginning of
the experiment, the shoots were equally divided in each
zone while at the end zone A, B, C and D presented 8,
12, 17 and 14 shoots, respectively, in U3 and 0, 2, 5 and
6, respectively, in U2. The U1 unit presented 2, 23, 19
and 12 for zone A, B, C and D respectively, having started
with 3, 8, 8 and 6 respectively.
The height of the plants along the CWUs operation is
shown in Fig. 1. The decrease in the height of some plants
corresponds to the decay of dry leaves. Oscillations con-
cerning the number of shoots and height of the plants were
registered during the long-term operation of the systems.
The plants did not visually show signs of phytotoxicity
in the leaves and shoots, although their height was lower
than plants occurring in the origin environment. In the
warmer periods (spring/summer) the presence of aphids
and plant insects that secret a white frothy as a result of
sucking sap and other nutrients from the plant was
observed, although no control measure was necessary to
take. Occasionally garden spiders (Araneus diadematus)
were seen.
The POD of T. latifolia roots growing on the three sub-
strates is presented in Table 2. No signiﬁcant diﬀerences
between the units and between the inlet and outlet of each
unit were detected.
No signiﬁcant diﬀerences were observed for chlorophyll
pigments extracted from the leaves of T. latifolia, by the
12th month of operation, between units and between the
inlet and outlet of FMR, FNR and FG CWUs (Table 2).
The second determination, at the 25th month of operation,
was also undertaken in summer time but most of the plant
leaves were dry. Only a comparison between the inlet and
outlet of U3 was possible. There were no signiﬁcant diﬀer-
ences between inlet and outlet for chlorophyll a and b.
The characteristics of the tannery wastewater corre-
sponding to the three diﬀerent HLRs are presented in
Tables 3–5, showing its variability in the inlet and outlet
of the CWUs and between the diﬀerent hydraulic condi-
tions tested.
Wastewater inlet pH throughout the CWUs operation
varied between 4.43 and 8.46 and at the outlet ranged from
7.00 and 8.93. Concerning conductivity, the inlet values
varied between 4.74 and 10.05 mS cm1. At the outlet, con-
ductivity varied between 4.04 and 10.12 mS cm1. The
Table 2
Chlorophyllous pigments and POD activity of T. latifolia
Units Date June 2005 June 2006 POD activity
CW site Chlorophyll (mg g1 FW) Chlorophyll (mg g1FW)
a b a/b a b a/b (DA min1 g1 ﬁne root FW)
Ula Inlet 0.67 ± 0.12 0.32 ± 0.03 2.06 (n = 5) nd nd 0.43 ± 0.19 (n = 3)
Outlet 0.68 ± 0.07 0.31 ± 0.02 2.21 (n = 5) 0.53 ± 0.02 0.28 ± 0.07 1.90 (n = 5) 0.45 ± 0.12 (n = 3)
U2a Inlet 0.67 ± 0.16 0.31 ± 0.07 2.16 (n = 5) nd nd 0.40 ± 0.10 (n = 3)
Outlet 0.65 ± 0.07 0.31 ± 0.02 2.10 (n = 4) nd nd 0.33 ± 0.05 (n = 3)
U3a Inlet 0.66 ± 0.15 0.30 ± 0.07 2.22 (n = 5) 0.93 ± 0.14 0.39 ± 0.13 2.36 (n = 4) 0.82 ± 0.22 (n = 3)
Outlet 0.23 ± 0.10 0.11 ± 0.05 2.17 (n = 5) 1.08 ± 0.36 0.35 ± 0.04 3.12 (n = 5) 0.62 ± 0.25 (n = 3)
a Units: U1: T. latifolia + FiltraliteMR3–8, U2: T. latifolia + ﬁne gravel, U3: T. latifolia + FiltraliteNR3–8; nd: not determined.
Table 3
Mean composition of the inlet and outlet of the pilot units for a HLR of 18 cm d1
Parameters Average results (min.–max.) for each unit outlet
Inlet U1a Uca U2a U3a
pH 7.82 (7.66–8.10) 8.27 (8.09–8.65) 8.24 (8.06–8.55) 8.23 (8.02–8.59) 8.43 (8.21–8.92)
Conductivity (mS cm1) 7.39 (6.64–8.31) 6.15 (5.04–7.64) 6.55 (5.44–7.87) 6.68 (6.18–7.50) 6.79 (5.98–7.42)
Salinity (%) 0.41 (0.36–0.46) 0.37 (0.31–0.44) 0.36 (0.29–0.44) 0.37 (0.34–0.41) 0.37 (0.34–0.41)
DO (mg O2 L
1) nd nd nd nd nd
COD (mg O2 L
1) 1629 (1354–2138) 883 (710–1100) 1131 (890–1420) 1131 (919–1439) 981 (765–1250)
BOD5 (mg L
1) 826 (720–1000) 554 (487–660) 647 (570–760) 612 (550–730) 573 (500–680)
TSS (mg L1) 168 (98–324) 30 (21–43) 39 (28–50) 27 (16–42) 25 (19–32)
Total P (mg L1) 0.31 (0.21–0.43) 0.24 (0.17–0.31) 0.25 (0.17–0.33) 0.26 (0.18–0.35) 0.25 (0.16–0.31)
Color (Pt/Co) nd nd nd nd nd
TKN (mgTKN–N L1) 136 (110–150) 97 (81–110) 102 (79–115) 93 (75–115) 87 (67–100)
NH3 (mgNH3–N L
1) 76 (63–87) 46 (38–53) 52 (44–60) 49 (40–56) 48 (39–57)
NO3 ðmg NO3 –N L1Þ 47 (37–54) 31 (23–35) 35 (30–40) 31 (23–38) 31 (26–36)
SO24 ðmg SO24 L1Þ 1531 (934–2206) 1087 (745–1479) 1243 (804–1717) 1212 (743–1890) 1144 (718–1630)
Total Cr (mg L1) 0.370 (0.021–0.885) 0.110 (0.006–0.322) 0.219 (0.087–0.412) 0.167 (0.006–0.383) 0.128 (0.006–0.287)
Cr(VI) (mg L1) <0.001 <0.001 <0.001 <0.001 <0.001
Minimum and maximum values are indicated in brackets (n = 7).
a Units: U1: T. latifolia + FiltraliteMR3–8, Uc: FiltraliteMR3–8, U2: T. latifolia + ﬁne gravel, U3: T. latifolia + FiltraliteNR3–8; nd: not
determined.
Table 4
Mean composition of the inlet and outlet of the pilot units for a HLR of 8 cm d1
Parameters Inlet Average results (min.–max.) for each unit outlet
U1a Uca U2a U3a
pH 6.36 (5.84–7.37) 7.82 (7.16–8.19) 8.15 (8.12–8.20) 8.15 (8.03–8.21) 8.23 (8.13–8.36)
Conductivity (mS cm1)b 8.01 (6.95–9.54) 7.89 (5.21–9.27) 7.07 (6.22–8.97) 7.16 (5.54–9.57) 7.14 (5.52–9.48)
Salinity (%)b 0.45 (0.38–0.54) 0.44 (0.28–0.52) 0.39 (0.34–0.50) 0.40 (0.30–0.54) 0.39 (0.30–0.53)
DO (mg O2 L
1)b 0.5 (0.2–1.0) 0.4 (0.1–0.7) 0.2 (0.1–0.5) 0.2 (0.1–0.6) 0.3 (0.2–0.6)
COD (mg O2 L
1) 1908 (1751–2100) 921 (819–984) 1123 (1054–1210) 1089 (976–1212) 881 (798–981)
BOD5 (mg L
1) 728 (620–860) 406 (330–450) 483 (440–550) 452 (410–500) 420 (380–490)
TSS (mg L1)b 107 (98–121) 33 (30–36) 41 (38–44) 28 (25–32) 31 (27–37)
Total P (mg L1) 0.21 (0.13–0.31) 0.17 (0.11–0.27) 0.15 (0.10–0.28) 0.16 (0.12–0.24) 0.14 (0.11–0.22)
Color (Pt/Co) 242 (221–280) 141 (112–163) 150 (123–169) 148 (125–162) 136 (103–156)
TKN (mgTKN–N L1) 128 (121–134) 79 (73–87) 82 (69–88) 80 (74–88) 80 (73–88)
NH3 (mg NH3–N L
1) 83 (76–90) 48 (43–53) 51 (48–56) 53 (49–58) 46 (44–52)
NO3 ðmg NO3 –N L1Þ 46 (43–55) 35 (33–38) 37 (34–42) 34 (32–40) 35 (32–39)
SO24 ðmg SO24 L1Þ 215 (177–295) 137 (103–184) 140 (112–181) 140 (110–182) 133 (101–172)
Total Cr (mg L1) 0.043 (0.010–0.120) <0.001 <0.001 <0.001 <0.001
Cr(VI) (mg L1) <0.001 <0.001 <0.001 <0.001 <0.001
Minimum and maximum values are indicated in brackets (n = 6).
a Units: U1: T. latifolia + FiltraliteMR3–8, Uc: FiltraliteMR3–8, U2: T. latifolia + ﬁne gravel, U3: T. latifolia + FiltraliteNR3–8.
b n = 7.
Table 5
Mean composition of the inlet and outlet of the pilot units for a HLR of 6 cm d1
Parameters Inlet Average results (min.–max.) for each unit outlet
U1a Uca U2a U3a
pHb 6.61 (4.43–8.46) 8.07 (7.42–8.93) 8.15 (7.50–8.41) 7.96 (7.00–8.55) 8.12 (7.36–8.68)
Conductivity (mS cm1)c 7.29 (4.74–10.05) 6.47 (4.31–10.12) 6.23 (4.04–8.30) 6.45 (4.64–9.03) 6.54 (4.82–9.61)
Salinity (%)c 0.39 (0.25–0.56) 0.35 (0.23–0.57) 0.34 (0.21–0.46) 0.35 (0.25–0.51) 0.35 (0.26–0.55)
DO (mg O2 L
1)d 0.7 (0.1–1.9) 0.4 (0.1–1.1) 0.4 (0.1–1.1) 0.4 (0.1–1.7) 0.4 (0.1–1.2)
COD (mg O2 L
1) 1598 (808–2449) 550 (270–883) 826 (490–1300) 766 (431–1226) 581 (285–1004)
BOD5 (mg L
1) 706 (420–860) 314 (190–455) 434 (270–550) 416 (240–570) 337 (225–510)
TSS (mg L1) 80 (32–134) 24 (10–40) 33 (12–51) 23 (10–34) 22 (11–37)
Total P (mg L1) 0.41 (0.10–0.95) 0.32 (0.07–0.80) 0.31 (0.06–0.72) 0.32 (0.07–0.77) 0.31 (0.03–0.70)
Color (Pt/Co)e 304 (132–610) 122 (78–231) 164 (109–253) 147 (101–245) 133 (96–212)
TKN (mgTKN–NL1) 122 (87–160) 84 (56–100) 86 (55–95) 80 (51–101) 74 (44–90)
NH3 (mg NH3–NL
1) 81 (60–98) 54 (35–64) 58 (44–65) 54 (40–67) 51 (38–60)
NO3 ðmg NO3 –N L1Þ 43 (17–59) 30 (14–45) 34 (12–47) 30 (12–44) 30 (9–44)
SO24 ðmg ðSO24 L1Þb 297 (78–1231) 189 (37–775) 203 (42–879) 189 (40–844) 186 (32–863)
Total Cr (mg L1)b 0.366 (0.010–2.500) 0.164 (<0.001–0.725) 0.179 (<0.001–0.750) 0.159 (<0.001–0.700) 0.164 (<0.001–0.725)
Cr(VI) (mg L1)b <0 001 <0 001 <0 001 <0 001 <0 001
Minimum and maximum values are indicated in brackets (n = 27).
a Units: U1: T. latifolia + Filtralite MR3–8, Uc: Filtralite MR3–8, U2: T. latifolia + ﬁne gravel, U3: T. latifolia + Filtralite NR3–8.
b n = 28.
c n = 24.
d n = 16.
e n = 10.
Fig. 2. COD at the inlet and outlet of the FMR unit and air temperature,
during the time of operation, for the three HLRs applied. No
loading occurred.salinity at the inlet was in average 0.41%, 0.45% and 0.39%,
for 18 cm d1, 8 cm d1 and 6 cm d1, respectively. For the
outlet, the values ranged between 0.21% and 0.57%. DO
concentrations were low at the inlet and outlet of all beds
for 6 and 8 cm d1 HLRs, varying between 0.1 and
1.9 mg O2 L
1 for inlet and 0.1 to 1.7 mg O2 L
1 for outlet.
In terms of COD and BOD5 removal, considering the
long-term operation of the systems, the expanded clay units
with FMR (U1) and FNR (U3), outperformed signiﬁcantly
the unvegetated unit (Uc) and the FG unit (U2).
The COD inlet concentration for the three HLRs varied
between 808 and 2449 mg L1. The COD inlet variation is
due to the fact that real tannery wastewater was used, and
consequently that varies along time, according to the pro-
duction process. The removal eﬃciency in U1 varied
between 41% and 49% for 18 cm d1, between 48% and
56% for 8 cm d1 and between 46% and 81% for 6 cm d1.
In the corresponding unvegetated unit, Uc, removal eﬃ-
ciencies were lower, varying between 27% and 34% for
18 cm d1, between 34% and 47% for 8 cm d1 and
between 29% and 64% for 6 cm d1. For U2 eﬃciencies
ranged between 28% and 33% for 18 cm d1, between
39% and 48% for 8 cm d1 and between 33% and 71%
for 6 cm d1. Finally, for the U3 the eﬃciencies
approached those of the U1 unit, varying between 36%
and 45% for 18 cm d1, between 46% and 62% for 8 cm d1
and between 44% and 82% for 6 cm d1. For each HLR
applied there was a signiﬁcantly higher COD percentage
removal for U1 and U3 in relation to U2 and Uc, although
for 18 cm d1 the U1 had a signiﬁcantly higher percentage
removal than U3. Fig. 2 shows, as an example, the pattern
of COD removal in the U1 unit during the system opera-
tion at three HLRs and through the interruption in thefeed. The COD removal eﬃciency was always resumed
after the starvation periods. No signiﬁcant diﬀerences
between the COD removal eﬃciency in Spring/Summer
(April–September) and Autumn/Winter (October–March)
periods were found. Concerning the temperatures regis-
tered in the center of the units, 15 cm below the surface,
when the samples collection took place, it varied between
3.1 and 29.0 C. The inlet and outlet wastewater tempera-
ture varied between 5.0 and 28.9 C. In Fig. 2 the air tem-
perature is presented.
The BOD5 inlet concentration for the three HLRs varied
between 420 and 1000 mg L1. The removal eﬃciency in
the U1 varied between 28% and 36% for 18 cm d1,
between 40% and 48% for 8 cm d1 and between 44% and
69% for 6 cm d1. Concerning the Uc it varied between
20% and 24% for 18 cm d1, between 26% and 37% for
8 cm d1 and between 30% and 48% for 6 cm d1. For
U2 it varied between 22% and 30% for 18 cm d1, between
28% and 44% for 8 cm d1 and between 33% and 51% for
6 cm d1. Finally for U3 it varied between 27% and 34%
for 18 cm d1, between 36% and 50% for 8 cm d1 and
between 39% and 63% for 6 cm d1.
For each HLR applied there was a signiﬁcantly higher
BOD percentage removal for the expanded clay units com-
pared to the unvegetated unit (Uc) and U2, except for
8 cm d1, where U2 was not signiﬁcantly diﬀerent from
U3. Besides this, U2 had signiﬁcantly higher removal eﬃ-
ciency than Uc for 18 cm d1 and U1 had signiﬁcantly
higher removal eﬃciency than U3 for 6 cm d1.
Concerning the organic mass loadings they varied
between 485 and 3849 kg ha1d1 for COD and between
252 and 1800 kg ha1 d1 for BOD5 (Fig. 3). A linear cor-
relation was established between mass loading and mass
removal. For the three HLRs the unvegetated unit had
always a signiﬁcantly lower COD mass removal when com-
pared to the expanded clay units (U1 and U3) and showed
no signiﬁcant diﬀerences when compared to the FG unit
(U2). When comparing the FG unit with the expanded clay
units (U1 and U3) the mass removal was always lower
except for the HLR of 6 cm d1, for which no signiﬁcant
diﬀerences were found between the FG unit and that of
U3. For BOD5 the unvegetated unit showed, as for
COD, a signiﬁcant lower mass removal when compared
to the expanded clay aggregates (U1 and U3), except for
the HLR of 8 cm d1 for which no signiﬁcant diﬀerences.
When comparing the FG unit (U2) with the expanded clay
units (U1 and U3) the mass removal was signiﬁcantly lower
for a HLR of 6 cm d1. For a HLR of 18 cm d1 there
were no signiﬁcant diﬀerences between U2 and U3.
Concerning TSS removal, signiﬁcant diﬀerences were
found between the Uc and the other CWUs. The TSS inlet
concentration for the three HLRs varied between 32 and
324 mg L1. The removal eﬃciency for Uc varied between
60% and 87% for 18 cm d1, between 56% and 64% for
8 cm d1 and between 42% and 75% for 6 cm d1. In the
other units removal eﬃciencies were higher, varying
between 73% and 91% for 18 cm d1, between 65% and
77% for 8 cm d1 and between 41% and 93% for 6 cm d1.
The color at CWUs inlet varied between 132 and 610 Pt/
Co being the removal eﬃciency between 14% and 84%. No
signiﬁcant diﬀerences were found between the units.
The TKN, NH3 and NO

3 , inlet concentrations varied
between 87 and 160 mg TKN–N L1, 60 and 98 mg
NH3–N L
1 and 17 and 59 mg NO3 –N L
1. The TKN
removal eﬃciency varied between 20% and 44% for U1,
between 12% and 45% for Uc, between 20% and 55% for
U2 and between 20% and 52% for U3. When comparing
this parameter between units there were signiﬁcant diﬀer-
ences between U3 and the other units. There were no signif-
icant diﬀerences between U2 and U1 and between Uc andU1. The NH3 removal eﬃciency varied between 24% and
51% for U1, between 14% and 42% for Uc, between 17%
and 49% for U2 and between 21% and 51% for U3. Signif-
icant diﬀerences were found between Uc, U1 and U3. U2
was not signiﬁcant diﬀerent from Uc and from U1. U3
was not signiﬁcant diﬀerent from U1.
For SO24 removal no signiﬁcant diﬀerences were found
between the CWUs. The SO24 inlet concentration for the
three HLRs varied between 78 and 2206 mg L1. The
removal eﬃciency varied between 6% and 37% for
18 cm d1, between 28% and 48% for 8 cm d1, and
between 9% and 67% for 6 cm d1.
Phosphorus and chromium (total and hexavalent) were
only detected at lower concentrations at the inlet and outlet
of the CWUs.
In this study, the capacity of two expanded clay aggre-
gates and a ﬁne gravel to adsorb organic matter were evalu-
ated through the determination of the respective isotherm.
The equilibrium adsorption isotherm is important because
the adsorption capacity of an adsorbent may play a relevant
role in a wastewater treatment system. The Freundlich iso-
therm was the best ﬁt model, for the three substrates, when
compared to Langmuir and Redlich–Peterson models. The
Freundlich isotherm is used in liquid–solid systems for heter-
ogeneous surface energies systems and diﬀerent particle sizes
(Doran, 1995; Annadurai et al., 2000). The low adsorption
capacity of the substrates may indicate that the organic
reduction in the wastewater passing through the CWUs is
due, in a substantial part, to biological degradation.
In the present study, removal of organic matter through
adsorption onto these substrates was evaluated, however
adsorption studies for nitrogen (Namorado et al., 2004)
and phosphorus (Lisboa et al., 2004) have already been
undertaken. Namorado et al. (2004) concluded that for
FMR and FNR there was no removal by adsorption or
other physico-chemical process when a solution of ammo-
nium nitrate (with a equivalent concentration of
112 mg L1 of nitrates and 50.6 mg L1 of total nitrogen)
was used and Lisboa et al. (2004) concluded that for
FNR there was no signiﬁcant removal of phosphorus but
for FMR the average removal was 1040 mg P kg1 of clay,
when a solution of phosphate (200 ppm) was used.
Each substrate has diﬀerent characteristics in terms of
porosity. According to FAO (2006) classiﬁcation it is con-
sidered that FMR and FG have a high porosity, because is
between 15% and 40%, and FNR is considered to have a
very high porosity (higher than 40%).
T. latifolia developed and propagated in all the three
substrates tested, although with greater success in the
Fig. 3. Removal of organics during system operation. (A) COD mass loading vs. COD mass removal and (B) BOD5 mass loading vs. BOD5 mass removal.
The coeﬃcients of the linear correlation are represented all with p < 0.05.expanded clay aggregates. In general in the winter months
a slightly decrease in the number of shoots was veriﬁed and
an increase in the growth of the plants was more notorious
in spring/summer period. This plant has been found to be
tolerant to water level ﬂuctuations, perennial ﬂooding,
anaerobic conditions and has been shown to adapt to dif-
ferent substrates, such as ﬁne medium and coarse soil
(Kirkpatrick, 2004; USDA, 2006). Calheiros et al. (2007)
reported that this plant species together with P. australis
were the plants better established in FMR, in terms of sur-
vival and propagation, when compared to Iris pseudacorus,
Canna indica and Stenotaphrum secundatum. The plants
near the inlet of CWUs, where the organic loading was
higher, were reduced in number when compared to thewhole area. Shepherd et al. (2001) described the same phe-
nomenon when treating high-strength winery wastewater
with CWs.
Peroxidases are a family of isozymes found in plants and
its activity may be aﬀected by several abiotic and biotic
stressors (Yoshida et al., 2003). A large group of peroxi-
dase enzymes are considered to be part of the general
defense mechanisms in plants (Markkola et al., 2002) and
thus regarded as a defense metabolic activity against stress
(Klar et al., 2006), the roots of T. latifolia in each CWU
were analyzed for POD activity. The fact that no signiﬁcant
diﬀerences were found between the CWUs suggests that
they were facing similar stress conditions, regardless of
the substrate used in the units. However, it would have
been interesting to follow its variations when the hydraulic
conditions were changed.
Chlorophyll content is useful to study the eﬀects of envi-
ronmental stresses on plant since this pigment is linked to
the visual symptoms and photosynthetic plant productivity
(Gupta and Sinha, 2007). In this study there were no signif-
icant diﬀerences between units and from the inlet to the
outlet of the U1, U2 and U3, suggesting that T. latifolia
plants were reacting similarly to the imposed conditions.
In general plants are relatively tolerant during germina-
tion but become more sensitive during emergence and early
seedling stages of growth. The excess salinity within the
plant root zone has a general deleterious eﬀect on plant
growth (Rhoades et al., 1992). Moreover, the conductivity
of a substrate aﬀects the ability of plants and microbes to
process the waste material ﬂowing in to the CW (USEPA,
1995). In this study, the inlet and outlet wastewater from
the CWUs is considered moderately saline, based on Rho-
ades et al. (1992), and the three substrates are considered
not salty (FAO, 2006). T. latifolia is characterized to have
a low to high salinity tolerance (range that encompasses
<4 mS cm1 to <9 mS cm1) (Kirkpatrick, 2004; USDA,
2006). These two parameters do not alone contribute to
inhibition or restriction of the plant development. Con-
cerning the inlet wastewater pH it is within the optimum
range (3.0–8.5) for T. latifolia (USEPA, 1995). According
to USEPA (1995) the pH of the substrate aﬀects the avail-
ability and retention of heavy metals and nutrients and
should be generally between 6.5 and 8.5. In this case the
pH of the substrate acquired was 9.75 for FMR (Calheiros
et al., 2007), 8.90 for FNR and 6.97 for FG (data not
shown).
The DO in this tannery wastewater was consistently low,
as was the DO of the wastewater coming from the outlet of
the CWUs. Since the inﬂuent has high levels of oxygen
demand this scenario was expected. Vymazal and Kro¨pfe-
lova´ (2006) stated that the outlet DO concentration of hor-
izontal CWs provided little information about the
processes occurring within the plant beds and the amount
of DO entering in the beds forms only a negligible portion
of the DO consumed in the beds. The low DO at the CWUs
outlet can be explained by the fact that the horizontal sub-
surface ﬂow system contain virtually no free oxygen as they
are considered as anoxic or anaerobic systems if operating
in a continuous mode (Kadlec et al., 2000; Vymazal and
Kro¨pfelova´, 2006). Also, when the substrate is ﬂooded
the oxygen present will be promptly consumed by micro-
bial respiration and chemical oxidation (Kadlec et al.,
2000). The oxygen required for aerobic degradation is sup-
plied from atmosphere by diﬀusion into the vegetated beds
and by oxygen release from the macrophyte roots (Kadlec
et al., 2000; Vymazal, 2001; Stein and Hook, 2005; Vyma-
zal and Kro¨pfelova´, 2006). Bendix et al. (1994) reported an
eﬀective aeration system based on internal gas transport inT. latifolia that occurs mainly via pressurized convective
throughﬂow of gases.
The high color removal achieved in the CWUs (up to
84% from a range between 132 and 610 Pt/Co) is compara-
ble with the performance of a cattail unit used for dye-rich
wastewater treatment (laboratory prepared) where an aver-
age of 72% removal was achieved for mean inlet concentra-
tion of 100 Pt/Co (Mbuligwe, 2005). Although in the
present study there were no signiﬁcant diﬀerences for
planted and unplanted units, Mbuligwe (2005) reported
statistically better performance in color removal for
planted units when compared to unplanted units, ﬁlled
with river sand. Yoo et al. (2001) inferred about the eﬀec-
tiveness of decolorization through sulfate reducing bacteria
(SRB) in anaerobic bacterial systems with sulfate. This may
happen, according to this author, since the sulﬁde pro-
duced via sulfate respiration by SRB chemically decolorizes
azo dyes. In the present study, the inlet sulfate concentra-
tion is considered high, up to 2206 mg L1, and the reduc-
tion occurred up to 67%. Under anaerobic conditions the
reduction of sulfate produces hydrogen sulﬁde that can
be detected by ‘‘rotten egg” smell (Mbuligwe, 2005). Dur-
ing the trial this smell was often noticed when the sample
collection was made.
The CWUs with FNR and FMR presented signiﬁcant
higher COD percentage removal when compared to the
FG and to the unplanted unit, Uc, for the three hydraulic
regimes. This diﬀerence was registered from the beginning
and was maintained through the long-term operation.
The fact that in the ﬁrst hydraulic regime the percentage
removal in the U1 was signiﬁcant higher than in the U3
is most probably due to the fact that the U1 unit had been
subject to tannery wastewater previously and was a more
mature bed. The U1 and U3 outperformed the unplanted
unit, in terms of COD removal, by 4–34% and 6–28%,
respectively. Calheiros et al. (2007) had found no signiﬁ-
cant diﬀerences in COD removal between planted (I. pseu-
docarus, S. secundatum, T. latifolia and P. australis) and
unplanted units in the ﬁrst 17 months of operation, when
the systems were subject to the same wastewater at HLRs
of 3 and 6 cm d1. It is interesting to note that although
the FMR (U1) and the unvegetated control (Uc) units
had been in operation for 17 months previous to this study
without showing signiﬁcant diﬀerences in terms of COD
removal, the FNR unit (U3) showed signiﬁcant diﬀerences
from the unplanted unit from the start of operation. How-
ever U3 has a diﬀerent type of substrate, which can also
contribute to this fact.
Mbuligwe (2005) stated that planted units with cattail
and cocoyam outperformed a control unit, in terms of
COD removal, by 17.5–21.7%, although the organic load-
ings (105 kg ha1 d1) and time of operation were much
lower than in the present study. The removal eﬃciencies
presented in this study may be compared with the results
of Calheiros et al. (2007), who reported percentages from
54% up to 73% for a HLR of 6 cm d1 using tannery waste-
water from the same origin.
Kucuk et al. (2003) applied real tannery wastewater to a
horizontal subsurface ﬂow constructed wetland and
reported that the higher removal performance achieved
was 30% (COD eﬄuent = 210 mg L1) with a hydraulic
retention time of 8 days.
When operating at a HLR 6 cm d1 (during approxi-
mately 23 months) the season factor did not provoke sig-
niﬁcant diﬀerences in COD removal. It can be inferred
that the temperature variation between seasons, at this
location, does not aﬀect the performance of the CWUs in
terms of COD removal. These results agree with those of
Vymazal (2001) who refer to the fact that removal of
organics (COD and BOD5) was not inﬂuenced by the sea-
son, based on operational systems in Czech Republic. Cal-
heiros et al. (2007) reported that for ﬁve CWUs and one
unvegetated control COD removal was not signiﬁcant
aﬀected by the time of the year when a HLR of 3 cm d1
was applied. Stein and Hook (2005) refer that high carbon
loading and continuous ﬂow operation likely restrain sea-
sonal and plant eﬀects through maintenance of a continu-
ously high oxygen demand in the root zone and limiting
development of oxidizing conditions. Also, the conse-
quences of seasonal and plant-species eﬀects depend on
wastewater composition. Moreover, physiological
responses to temperature diﬀer among plant species as does
the temperature dependence of growth (Madsen and Brix,
1997). Concerning the starvation periods, the treatment
eﬃciency was resumed when the systems restarted, eﬀect
also reported by other authors (Daniels, 2001).
BOD5 removal may be compared with that achieved in
Calheiros et al. (2007), who reported removals ranging
between 41% and 58% for a HLR of 6 cm d1. Vymazal
(2001) reported an average BOD5 removal eﬃciency from
domestic wastewater (considering 23 systems) of 83 ± 14%
with a ﬁnal eﬄuent concentration of 11 ± 10 mg L1.
IULTCS (2004) refers a typical performance for the CWs
applied to tannery wastewater treatment, after primary
treatment, of 70–80% (300–400 mg L1) in terms of COD
and of 85–95% (60–100 mg L1) for BOD5.
In horizontal subsurface ﬂow wetlands the settable
organics are removed from the wastewater by ﬁltration
and deposition (Vymazal, 2001). The removal eﬃciencies
may range between 80% and 90% (Kadlec et al., 2000).
In the present study the removal achieved was between
41% and 93%, varying to some extent with the mass load-
ing. Particulate matter constitute a signiﬁcant fraction of
the organic matter entering in wastewater treatment plants
and the removal processes will not only reduce overall
amount of organic matter but also modify the chemical
composition of the remaining organic matter (Sophonsiri
and Morgenroth, 2004).
The variation in NH3 and NO

3 suggests that the nitriﬁ-
cation and denitriﬁcation process would occur simulta-
neously. The oxygenation in the ryzosphere is not
suﬃcient for a complete nitriﬁcation to take place causing
a limitation for nitrogen removal (Kadlec et al., 2000).
Although horizontal subsurface ﬂow is considered ade-quate for organic removal, nutrient removal is lower but
comparable to the treatment eﬃciency of conventional
treatments without a special regime for nutrient removal
(Kadlec et al., 2000; USEPA, 2000). The phosphorus
removal was low but in subsurface wetlands this happens
unless the substrate chosen has a high phosphorus binding
capacity (Kadlec et al., 2000).
The low chromium level in the wastewater is due to the
fact that the facility that supplies the tannery wastewater
treatment plant does not use chromium in high amounts
and when enters the CWUs that has been removed in the
previous physico-chemical operation.
High organic removals were achieved with all the CWUs
along time for the diﬀerent HLRs. A maximum of 1800 kg
BOD5 ha
1 d1 was applied for an HLR of 18 cm d1,
722 kg BOD5 ha
1 d1 for HLR of 8 cm d1 and 516 kg
BOD5 ha
1 d1 for HLR of 6 cm d1, which means 11.5,
4.6 and 3.3 times, respectively, higher loading than the max-
imum suggested by USEPA (2000) (157 kg BOD5
ha1 d1). COD loading was also high, varying between
485 and 3849 kg COD ha1 d1. Shepherd et al. (2001) eval-
uated the potential of CWs to treat high strength winery
wastewater, and loaded CW systems with 345 and 1640 kg
COD ha1 d1 and obtained removal eﬃciencies up to
99%. Masi et al. (2002) also achieved high removal eﬃcien-
cies (for BOD5 87.5% and for COD 91.6%) for high organic
content winery wastewaters (352 kg COD ha1 d1).
Vymazal (2001) reported steady and high removal of
organics (COD and BOD5) in HSF CWs in long-term oper-
ation basis, where the horizontal subsurface ﬂow (BOD5)
loading of 18 CWs varied between 2.6 and 99.6 kg ha1 d1
and the outﬂow between 0.32 and 21.7 kg ha1 d1.
The tendency of the organic removal increase with
higher loading is a behavior reported in other studies
(Vymazal, 2001; Mbuligwe, 2005; Calheiros et al., 2007).
The wetland performance is commonly summarized by
regression equations and ﬁrst-order models (Kadlec et al.,
2000).
According to the data from this study the three sub-
strates provided a good platform for T. latifolia establish-
ment being the expanded clay aggregates more successful
than sand, and allowing a higher removal eﬃciency espe-
cially for organics. Scholz and Xu (2002) compared several
substrates packed in diﬀerent order (gravel, sand, granular
activated carbon, charcoal and Filtralite), in vertical ﬂow
wetlands, and reported no signiﬁcant performance
increases in lead, copper and BOD5 reduction, during the
set-up phase of 10 months. Furthermore, the presence of
macrophytes did not lead to a higher removal performance
for the same parameters tested at a laboratory scale.
Khatiwada and Pradhan (2006) reported that no signiﬁcant
eﬀect of media size was veriﬁed for BOD removal but a sig-
niﬁcant relation between media size (sand, pebbles and
gravel) and the performance of CW in removing COD,
NHþ4 –N, NO

2 –N and NO

3 –N, both in horizontal and ver-
tical ﬂow wetlands, was found. However besides the media
size, the bed depth and the root depth were also found to
have signiﬁcant eﬀect on performance of CW.
The experimental results indicate that an HLR of
6 cm d1 ensures a quite stable and considerably high
removal of organics during diﬀerent seasons. As the HLR
increased the removal eﬃciency decreased, although the
organic mass removal at an HLR of 6 cm d1 was similar
to that at an HLR of 8 cm d1, which indicates that HLRs
of up to 8 cm d1 may be adequate for this system. How-
ever, the fact that the system operated for diﬀerent time
periods for each HLR counteracts for a fair comparison.
This study further suggests constructed wetlands as a
feasible option for tannery wastewater treatment especially
when organics removal is set as target, although there are
still needs for proper data on ﬁeld scale studies applied to
tannery industry with physico-chemical and microbiologi-
cal evaluations.– The Freundlich isotherm model was found to provide a
good prediction for the sorption of organic matter into
the three substrates (FiltraliteMR3–8, Filtra-
liteNR3–8, and ﬁne gravel), although their adsorption
capacity is low.
– The three substrates were adequate for T. latifolia devel-
opment although there was higher propagation and
organic removal for the expanded clay aggregates when
compared to the ﬁne gravel. COD and BOD5 removals
up to 82% (789 kg ha1 d1) and 69% (258 kg ha1 d1),
respectively, were achieved in the expanded clay units.
– Overall, the expanded clay aggregates planted with T.
latifolia demonstrated signiﬁcant higher percentage
removals in terms of COD and BOD5 when compared
with the unplanted unit after long-term operation.
– The treatment eﬃciency, especially for organics, was
considered satisfactory, having in consideration the
complexity of the wastewater tested, since it was possible
to load the constructed wetlands at higher rates than the
recommended in the literature. Mass removals up to
1869 kg COD ha1 d1 and 652 BOD5 kg ha
1 d1 were
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